Tarentum Water Plant July 2020 Report

Amount of water processed...........ccceveueeeun....30.7mg

Overtime Hours....................81 hrs. , 17 hrs. for training

All July reports and testing have been completed and submitted

Maintenance performed not including daily routine testing, sampling, and maintenance
Front door installed and painted

Vacuum line on Distribution Pump #1 repaired

Hach meter calibration for 3" quarter complete

New LMI feed pump installed




