
Tarentum Water Plant October 2021 Boro Report 

 

 

Water Processed………………29.5mg 

 

Overtime hrs……………………..80 

 

Maintenance performed not including daily routine testing, sampling, 

and maintenance: 

 

Cleaned 2 Sedimentation basins 

Backwash Control Valve repaired 

River Dredging completed 

 

 

 


