
 
 

To: Tarentum Borough Mayor and Council 

Tarentum Borough Water Report: January 2024  
 

Water processed: 24.3 MG. 

 
 Normal Monthly Operations. 
 Pumphouse sign-in sheet implemented. 
 Gate keypad code changed. 
 The chain on the gate was repaired. 
 Prepping for FPPE next week (Filter Plant Performance Evaluation). 
 prepared a priority list of tools and equipment needed for the plant and pump house. 
 plant cleanup details in preparation for our Filter Plant Evaluation. 
 Received the plant vehicle. 
 Jan. 24-25 had our Filter Plant Performance Evaluation (FPPE). 
 Working on Field Order items from DEP - Insufficiencies, violations.  
 New policies implemented.  

 

 

 


